
AMENDMENT 2                                  June 9, 2003 
 
The Documents are amended as follows: 
 
Statement of Work:                                                
 
SOW 2-2 – FACILITY FUNCTIONAL SPACE REQUIREMENTS table, Rm #’s 130, 
132, 216, and 224, Add “ Adjustable shower head to be provided in accessible shower 
stall and shall have a spay unit with a hose at least 60” long, adjustable from 42” to 72” 
that can be used as both a fixed shower head and as a hand held complying with all 
Uniform Federal Accessibility standards.” 
 
SOW 4-8 – paragraph 4-8.2.2, Add … A shut-off valve is required approximately “just 
beyond” 5 ft. from the building. “ The shut-off valve will be part of Virginia American 
Waterworks work.” 
 
SOW 4-8 – paragraph 4-8.7, Add … and service lines shall be copper “type K”. 
 
SOW 8-5 – paragraph 8-5.2.2, Add, “No hubless cast iron drain pipe under the building 
slab.” 
 
Specification Section:                                                
 
Section 01012- paragraph 8.1, Change COMPLETION SCHEDULE table, Calendar 
Days from Notice to Proceed for the Item of Work identified as Complete all design work, 
from “180” to “220”. 


	AMENDMENT 2                            June 9, 2003

